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CHAPTER I 
GENERAL INTRODUCTION 
This paper describes the successful simulation and implementation 
of the power plant logic for the Georgia Power Company simulator. This 
is accomplished in various steps: simplifying the customer provided 
functional drawings; producing implementation drawings in directly cod-
able form; and coding the logic developed in implementation drawings in 
FORTRAN. Some important key words are also defined (in the Appendix) in 
order for the unfamiliar reader to understand the topics covered herein. 
The ultimate objective of this project is the production of the 
logic module PANEL4 (which simulates the underlying logic of the control 
panel 4 of the actual plant), which is to simulate, strictly and faithful-
ly, all the logical conditions that would appear in the actual power 
plant, under both normal and extreme conditions of plant operation. Only 
the logical operations are examined here, and other areas such as controls, 
process simulation, etc. are not addressed within this report. Each of 
these areas is much involved (and hence excluded), and each simulation is 
done by analysts proficient in that area. 
There are two reasons to study this topic: First, the involvement 
with logic requires a thorough understanding and accurate application of 
computer engineering elements such as Boolean functions, memory elements, 
timers, etc. Secondly, having simplified the plant logic into an imple-
mentable format the use of appropriate data-structures (mostly linear-arrays), 
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grouping of identical operations, and program optimization in order to 
achieve maximum efficiency both in time and memory storage for real-time 
operation, is achieved by utilizing and applying computer science know-
ledge. 
Since the material in this paper mostly deals with logical functions, 
application of Boolean logic in order for substantial simplification, 
covers most of the implementation. Hence mathematical definitions neith-
er are required nor are necessary in discussing or developing this report. 
Most of the logic, after simplification, is straight-forward, and hence 
easily understandable. 
The sample engineering drawings, given in the Appendix,are used in 
the discussion of the functional specification and implementation speci-
fications presented in Chapters IV and V,respectively. 
All the elements appearing on engineering drawings (which cover all 
of the elements on any implementation drawings) are discussed at length 
in Chapters I I and I I I to aid in clear insight and understanding of 
plant logic operations. 
A brief description of the objective (PANEL4 logic module) and 
steps involved in attaining this goal was given in this chapter. Boolean 
functions are most often used in developing the logical equations and 
mathematical definitions are seldom used. 
CHAPTER I I 
REVIEW OF THE LITERATURE 
Introduction to Computer Simulation 
Simulation in scientific disciplines is the art of model building, 
using computers. Shubik's (9) ·definition appropriately states: 
A simulation of a system or an organism is the operation 
of a model or simulator which is a representation of the system 
or organism. The model is amenable to manipulations which 
would be impossible, too expensive or impractical to perform 
on the entity it portrays. The operation of the model can be 
studied and, from it, properties concerning the behavior of 
the actual system or its subsystem can be inferred (41, p. 
909). 
Simulation can also be defined as a 
Numerical technique for conducting experiments on a 
digital computer, which involves certain types of mathemati-
cal and logical models that describe the behavior of a bus-
iness or economic system (or some component thereof) over 
extended periods of real time (S). 
Simulation has been in wide use in areas ranging from economics and 
operations research to relatively new fields such as fossil/nuclear power 
plant training simulators. 
The importance of simulation models or model building, whether be a 
part of a simulator or an intergral part of any scientific inquiry, is 
stated quite succinctly by Rosenbleuth and Wiener (8). 
No substantial part of the universe is so simple that it 
can be grasped and controlled without abstraction. Abstrac-
tior. consist~ in replacing the part of the universe under 
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consideration by a model of similar but simpler structure. 
Models . are thus a central necessity of scientific pro-
cedure ( p. 316) . 
Simulation and Training Simulators 
The wide use of simulation of complex systems is credited to the 
fact that simulation yields valuable insight into which variables are 
more important than others in the system and how these variables inter-
act. Moreover, simulation makes it possible to study and to experiment 
with the complex internal interactions of a given system whether it be 
firm, an industry or some system of one of these. 
Simulation enables one to study dynamic systems, such as power plant 
simulator, in either real time, compressed time, or expanded time. 
"Simulations are sometimes valuable in that they afford a convenient 
way of breaking down a complicated system into subsystems, each of which 
may then be modeled by an analyst or team which is expert in that area 11 
( 4' p. 3 73). 
A relatively new area where computer simulation is applied is in the 
construction of power plant training simulators, which exactly duplicate 
the power-plant control room of an actual (given) plant. Reason (7) de-
scribes in his paper: 
A replica of the power-plant control room is constructed, 
but instead of being connected to an actual plant, all meters 
and controls are coupled to a large digital computer, into 
which mathematical models representing the responses of plant 
systems have been programmed. Depending on the integrity 
of the modeling, trainees can operate controls and receive 
signals that exactly duplicate the response of the simulated 
plant .... 
Any condition into which the trainee operator could put 
the plant can be simulated, which increases the realism in 
the case of a malfunction. It's important to note however, 
that the simulator only duplicates known plant reponses; it 
cannot be used to answer engineering questions ... (p. 125). 
He goes on to add, 
simulators cut costs by reducing the amount of time the 
trainee must spend in the real plant control room, and by re-
ducing or eliminating the number of plant startups and reac-
tivity changes that must be performed for training purposes. 
They also greatly increase safety, by allowing the trainee 
to experience emergencies and malfunctions that could not be 
demonstrated in the actual plant •.. (p. 126). 
Although literature on simulation of turbine, generator and boiler 
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modeling is widely published, there is no such literature published prior 
to this date on simulation of plant logic. One paper by Okunseinde (6) 
describes some logic on an electro-hydrolic control (EHC) system; however, 
the paper deals mostly with simulation of turbine speed/load control and 
hydraulic and valve systems. 
Much of the material used in writing this paper is from non-standard 
sources such as functional drawings provided by the customer (1). 
Functional specification drawings (FSD 1 s) supplied by Southern 
Company Services (1) provide the actual functional logic of the plant. 
Wagner (10) describes the design specifications for simulation of 
control panel 6 logic, and LaGaipa (3) gives the operation and usage of 
the database manager to initialize simulator variables into common 
shared memory. 
Basic operations and working of power plant are given in Kramer (2) 
which may be helpful to the reader unfamiliar with power plant operation. 
Summarizing, this chapter briefly discusses the aspects of simula-
tion and the art of model building and its importance to applications 
such as power plant simulators for training operators. The inadequate 
literature published in the area of simulation of plant logic is em-
phasized, and hence the desirability of this paper. The references used 
in developing this paper are defined. 
CHAPTER I I I 
SIMULATION OF POWER PLANT LOGIC 
Introduction 
Plant logic 1 plays an important role in the safe operation of a power 
plant by "deciding" fro~ several input signals coming from different pro-
cesses. Plant logic interfaces the manual switches on the control panels, 
with automatic, protective, and permissive signals from different pro-
cesses, and in turn provides command signals to processes and equipment. 
Plant logic also provides signals for the display of breaker status, and 
valve close/open status. 
In the power plant simulator, various systems such as main steam 
system, boiler feed pump turbine system, electrical systems, etc. are 
modeled in respective modules and simulated using FORTRAN for real-time 
operation on an SEL 32/55 system. All models are executed in real time 
by the model executive called MODELX. 
Communication among the different models is provided via variables 
in global memory which are initially entered off-line by the Database 
Manager. Different models are executed at various frequencies. Possible 
frequencies at which a model may be executed are 4, 2, or 1 cycle per 
second (cps). Frequency of computation of the individual models is 
1sasic application terminology is given in the Glossary (~ppendix). 
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ADC 
DAC 
DI 
DO 
FC 
FO 
NAC 
NAT 
NFC 
NFO 
R/S 
S/R 
TDDE 
TDE 
TMDO 
TMPU 
TABLE I 
TABLE OF MNEMONICS] 
Analog input such as from a potentiometer or controller po-
sition--entered from the control panel. 
Anaolog out such as display meters on the panel. 
Digital input such as control switch inputs from the panel. 
Has logical status true or fales. 
Digital output, such as lights displayed on the panel. Has 
logical status true or false. 
Valve fully closed, logical status. 
Valve fully open, logical status. 
Normal after close, breaker memory status. 
Normal after trip, breaker memory status. 
Valve not fully closed, logical status. 
Valve not fully open, logical status. 
Reset input overrides set input of the flip-flop. 
Set input overrides reset input of the flip-flop. 
Time delay de-energize timer (a 1 so ref erred to as TMDO). 
Time delay energize timer (also referred to as TMPU). 
Time delay dropout timer (a 1 so referred to TDDE). 
Time delay pick-up timer (also referred to as TDE). 
1Detailed definitions in Chapters I I I and IV. 
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decided by the rate at which the critical parameters are changing. PANEL4 
logic module is run at 1 cps. 
The following discussion describes the design and implementation of 
the plant logic for the fossil fuel power plant of Georgia Power Company 
being designed and built by CE/Southern Company Services. A functional 
description of various interlocks within the logic is discussed and exam-
ples of coding in FORTRAN from the implementation drawings is given. 
In summary, plant logic: 
1. Is a communication channel between control panel and simulator 
models. 
2. Accepts switch and pushbutton inputs, simulates equipment logic, 
providing commands to interfacing models. 
3. Simulates plant protection logic by monitoring plant variables. 
4. Updates visual output lamps and provides annunciation to enable 
the operator to provide corrective action. 
Plant Logic Elementary 
An overview of items used by plant logic is given here. Library 
routines used for simulation of logic is described in the Appendix. 
Panel I /0 (Input/Output) 
Digital Inputs or DI ts. All panel switches and pushbuttons provide 
digital inputs (DI ts). DI ts are stored as bits in integer half words, 
called 1/0 pages (see Appendix). A DI page consists of sixteen (16) DI ts 
corresponding to sixteen different switches and each has a unique item 
number associated with it. 
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Digital Outputs or DO's. Equipment or breaker status are indicated 
by lamps on the control panel by digital signals called DO's (or digital 
outputs). D0 1 s are arranged similar to Di's (digital inputs) and consist 
of integer half word DO pages each containing sixteen bits of DO informa-
ti on which have unique item numbers associated with them. 
Analog Inputs or ADC's. Analog inputs or ADC 1 s (analog to digital 
converter) such as potentiometer inputs are provided as sixteen channels 
per page, each channel representing a real variable. ADC's are used as 
analog inputs, such as opening position of a valve, to process models. 
Analog Outputs or DAC's. Analog outputs or DAC's (digital to analog 
converter) are process variables such as valve position, generator vol-
tage, steam pressure which are to be displayed on meters. There are six-
teen DAC's per page with each DAC stored as an integer half word. A pro-
cess variable (such as drum level, pressure, etc.) which is calculated as 
a real value in a process model is converted to an integer half word DAC, 
by using !SCALE function, before being finally displayed on the appropri-
ate meter on the control panel. 
DI 1 s, DO's, ADC's, and DAC 1 s which have similar operations are group-
ed together as arrays in programming implementations as will be discussed 
in the following chapters. 
Notation 
The following section describes the most commonly used symbols and 
their expressions, which appear on typical logic drawings. 2 
2see the engineering drawings in the Appendix. 
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: __ p....---c C =A .OR. B 
A 
1---....... - C C = A .AND. B 
B ------;'-----' 
A----~----C C = .NOT. A 
The above three symbols are used to specify logical operations OR, AND, 
and NOT, respectively. 
Panel Switches 
P.B. 
PRESSED 
A pushbutton-type S\'li tch which generates one DI (dig i ta 1 input sta-
tus true) when pressed on the control panel. 
Two position maintained switch with positions OPEN, CLOSE. When switch 
is in respective position, one DI (status true) is generated from that 
posit ion. 
~ 
Two position switch with spring return to A. One DI is generated from 
position A. 
B 
NORMAL 
c 
CLOSE 
Three position maintained switch.- One DI from each position. 
B 
NORMAL 
c 
CLOSE 
l l 
Three position switch with switch spring returns from B to C and B to A. 
One DI each from positions A and C. 
OPEN 
PULL 
TO A B c 
LOCK NORMAL CLOSE 
Same as three position maintained switch, except switch can be pulled to 
lock in position A. Also, the switch can return from B to C and B to A. 
One DI each is generated from positions A and C. 
Other switches work on basic principle of above five switches. 
Time Delay Timers 
Time delay energize (TDE) or time delay pickup timer (TMPU): 
A 
B 
5 sec 
A~~~~~~~-B 
I 
I 
I 
I I I I I ~ ~ 5 sec 
I I 
Output B is energized after a delay of n seconds after input is true and 
remains energized until input goes to false. 
Time delay de-energize (TDDE) or time delay droput timer (TMDO): 
~ 
A B 
5 sec 
8----------
1-- 5 sec 
I 
I 
I 
I 
I 
I 
...: 
! 
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TDDE output, B is energized for n seconds even after the input signal is 
removed. 
Annunciator 
~ Symbol 
Annunciators appear as rectangular displays on top of each panel, 
and indicate any abnormal conditions existing during the operation of a 
power plant. Also, abnormal conditions are immediately annunciated to 
the operator by sounding an alarm. 
01 l 
02 
03 
04 
05 35 
06 I I 36 I I 
Each box in the annunciator display above has a written annunciator de-
scription which flashes in red when an abnormal condition appears. 
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Response to. annunciator flashing is done by accepting the acknowledge 
pushbutton from on any panel which then causes the flashing display to be-
come constant green. When the abnormal condition is completely removed 
by operator action from the panel switches, the display turns blank. 
Lamp Indicators 
Symbols for the lamp indicators with the letter within the circle 
specifying the color of the lamp. The indicator glows only when its DO 
is set from the logic model. Lamp colors are normally green, red, yel-
low, neon, and white as they appear on most power plant panels. 
Campa raters 
Comparators are of two types: (a) low type, and (b) high type, and 
are represented symbolically as: 
HIGH 
(a) PIN-------
-tl_ COOT L 
L0\4 
HIGH 
(b) PIN------
- j] COOTH 
LOW 
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Comparator output status, COOT, is set to true when process input (a real 
variable indicated by the dashed line) is less than low setpoint for (a) 
and greater than high setpoint for (b). Logical equations determining 
comparator output status for (a) and (b) are: 
COOT L = (PI N , LOW) + COOT L 
COOT H + ( P IN . HI GH) + COOT H 
respectively, where COOTL and COOTH are memory elements and hence retain 
their previous status. Simpl'e comparators are one with the s·ame set 
point for both high and low, and hence have no hysteresis. 
Flip-Flops 
Flip-flops are of two kinds, where: (l) set overrides reset (S/R) 
input, or (2) reset overrides set (R/S) input, when both the S and R in-
puts are true. 
-~------&1 S/R li.---M M = S + M.R 
-:------t8 R/Sl 1- - M M ( S + M) . R 
Symbol representation and logic equations are as given above, where M is 
the flip-flop memory. 
Valves 
A valve is an electro-mechanical device which controls the flow 
and/or pressure of steam, oil, etc. in the smooth operation of a power 
plant. Valves are of two types: (I) solenoid operated valve--SOV, and 
(2) motor operated--MOV. The status and position of a valve is calcu-
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lated by a real-time model subroutine VALVE. Various status are defined 
. pictorially below: 
1.00 
0.95 
~ Fully C1osed (FC) 
c 
0 
VI 
0 
0.. 
Q) 
> 
tO 
> 
0.05 
0.00 
Fully Open (FO) 0 
SOV status is defined as either FO (fully open) and FC (fully closed). 
Similarly, MOV's have defined status NFO (not fully open) and NFC (not 
fu 11 y c 1 osed) . 
Valve position when greater than 0.95 is defined as FO or NFC. 
Similarly, valve position when less than 0.05 is defined logically as 
FC or NFO. These status are used extensively in power plant logic model-
1 i ng. 
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Standard Naming Conventions for Variables 
A standard variable naming convention is followed for defining vari-
ables for power plant simulators. Standard naming provide eas.e in clean 
interfacing between different models and to isolate problem areas when 
they exist . As an example, all control program variables begin with let-
ters XB, turbine program variables with TB, and so on. Each modeler has 
to comply with the satndard naming conventions. 
Details of the naming procedure are omitted here. It i s felt it is 
sufficient to mention their existence and they are strictly followed in 
their usage to be able to readily identify variables with the i r source 
models. 
Summary 
In this chapter, terms such as DI, DO, ADC, and DAC used to define 
input and output to panel are introduced. Stadard symbols which appear 
most commonly on the logic drawings are also given. MOOELX, which is 
the simulator model executive and schedules the execution of modelling 
programs to run at any one of the frequencies, l, 2, or 4 cps, is also 
introduced. Finally,the importance of standard naming conventions for 
simulator variables is briefly discussed. 
CHAPTER IV 
FUNCTIONAL CONTROL DRAWINGS 
FCD 1 s (Function Control Drawings) are the original drawings provided 
by the utility company and give the actual plant logics. However, FCD's 
are much too detailed and can be simplified based on several assumptions 
to provide design specification for the simulator logic. 
Design Specifications 
Design specifications define the scope of simulation of plant logic 
as applied to control console panel inputs and interface with other 
models. 
Following are some of the assumptions based on developing design 
specification. All assumptions are not listed here, since it would con-
siderably add to the bulk of the writing. 
1. Breakers have a delay time between the time a breaker close com-
mand is given and the breaker actually closes. This delay time will not 
be simulated as breakers are simulated as flip-flops with their outputs 
reflecting the input command (see Figure 1). 
2. The ON-OFF times of control air supply line of SOV 1 s are short 
enough so that their output is taken as equivalent to the command input 
(see Figure 2). 
3. Redundant measurement channels where any malfunction will not 
cause different outputs are simulated as one channel (see Figure 3). 
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RUN TRIP 
OPEN 
COMMAND 
MOTOR 
TR I PPED 
TO STATUS INDICATORS 
MOTOR BREAKER 
(a) Typical Original FCD 
RUN TR IP 
(S) (R) 
M 
RUNNING 
MOTOR BREAKER 
FLIP-FLOP 
NOT. M 
TRIPPED 
TO STATUS INDICATORS 
(b) Simplification 
(c) Implementation: This is implemented as an R/S flip-flop 
with TRIP as the R-input, RUN as the S-input, and M as 
the Motor-Running status. Note that motor-tripped is 
negation of M. 
Figure 1. Breaker Simplification 
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AIR SUPPLY 
AVAILABLE 
AIR SUPPLY 
AVAILABLE 
COMMAND 
OPEN 
SOV SUPPL 
TO 
DIAPHRAGM 
AIR TO 
DIAPHRAGM 
AIR TO OPEN 
VALVE OPEN 
COMMAND 
CLOS ED 
SOV EXHAUS 
FROM 
DIAPHRAGM 
AIR FROM 
DIAPHRAGM 
EXHAUST CLOSE 
VALVE CLOSED 
(a)· Typical Original FCD (tir to Open) 
AIR TO OPEN 
VALVE OPEN VALVE CLOSED 
(b) Simplification (Air-to-Open) 
Figure 2. SOV Simplification 
PROCESS CON-
TROL VALVE 
PROCESS CON-
TROL VALVE 
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LS-1 LS-2 
LEVEL S\.J LEVEL S\.J 
TANK LEVEL TANK LEVEL 
(a) Typical Originul FCD 
LS 
LEVEL SW 
TANK LEVEL 
COOTL 
(b) Simplification 
(c) Implementation: This may be implemented as a comparator, 
COOTL, given the tank level, TL (computed by the appro-
priate process model); COOTL =(TL< LOW)+ COOTL. 
Figure 3. Redundant Measurement Simplification 
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4. Detailed simplifications are marked on the FCD 1 s itself. 
Control panel 4 logic (hence, logic module PANEL4) includes: 
Forced Draft (FD) Fans and Lube Oil Pumps (LOP 1 s) 
Induced Draft (ID) Fans and Lube Oil Pumps 
Primary Air (PA) Fans and Lube Oil Pumps 
Gas Recirculation (GR) Fans, Turning Gear Motors (TGM 1 s) and Lube 
Oi 1 Pumps 
Air Preheaters 
Boiler Penthouse Pressure Fans 
Pulverizer Seal Air Fans 
Lighter Oil Pumps 
Furnace Temperature Probes 
Boiler Circulation Pumps (BCP) and Cooling System 
21 
Boiler Feed Pumps (BFP) including Master Trip, Speed, Lube Oil, and 
Turning Gear Control 
Electromagnetic Relief and Isolation Valves 
Economizer Inlet Motor Operated Valve (MOV) 
Scanner Air Fans 
Igniter Air Fans 
BFPT Vapor Extractor Blowers 
Extraction to Heater 7 Isolation MOV 
Extraction to Air Preheaters MOV 
BFP Discharge MOV 1 s 
High Pressure (HP) Heaters 7, 6 Inlet and Discharge Isolation MOV 1 s 
System Block Diagram 
PAtlEL4 logic model interfaces with several other simulated models 
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and systems as shown in Figure 4. These are complex models and are be-
yond the scope of this paper. However complex a model may be, it does 
not fit into the whole design completely until all the interfaces between 
models are properly defined. The types of interfaces received and sent 
from PANEL4 1 og i c mode 1 inc 1 ude: 
Instructor's Console. Interface with the instructor's console con-
sists of modifying the plant parameter, setting the plant equipment and 
malfunctions from the instructor's console. 
DDS. Digital data system receives equipment status and alarms from 
the logic module PANEL4 and displays them on video display screen. 
Control Panel 4. Supplies digital inputs (DI) from switches, out-
puts DO's to lights and displays process variables on meters. 
Boiler Feed Pump Turbine. BFPT receives equipment status from PANEL4 
module, and supplies process inputs. BFPT runs the BFP which in turn 
supplies water under pressure to the boiler drum. 
Furnace Safeguard Supervisory System (FSSS). The FSSS model receives 
equipment status, and sends protective interlock signals to plant logic 
model; supervises the safe operation of the furnace. 
Valve Model. Receives command signals and sends valve status; fully 
open/fully closed (FO/FC), not fully open/not fully closed (NFO/NFC). 
Motor Model. Receives breaker status from panel logic, and sends 
motor overcurrent protection signals. 
Compressed Air. Sends control air supply status. 
Electrical System. Establishes power supply status, load strips for 
plant logic model. 
Air/Fuel, Boiler/Drum, Main Steam. Supplies process inputs such as 
pressure, temperature, flow PANEL4 logic model. 
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COMPRESSED FURNACE 
AIR SUPERVISORY 
SYSTEM (FSSS) 
p 
VALVE MODEL A DDS 
N 
E ELECTRICAL 
MOTOR MODEL SYSTEM 
L MODEL 
4 
Al R/FUEL 
SYSTEM PANEL 
MODEL M 
0 
BOILER D INSTRUCTOR Is FEED PUMP CONSOLE 
TURBINE MODEL E 
BOILER/DRUM L 
MODEL 
MAIN STEAM 
SYSTEM 
MODEL 
Figure 4. Simplified Block Diagram 
CHAPTER V 
IMPLEMENTATION SPECIFICATION 
Implementation and coding of PANEL4 logic is done by first develop-
ing implementation drawings which give the detailed plant logic in a for-
mat, which can be coded directly in FORTRAN. In fact, implementation 
drawings may be viewed as parallel charts of the actual code. 
Implementation specifications are obtained from design drawings 
(FCD 1 s), by grouping logic of similar operations where possible, and fol-
lowing the below stated conventions for optimization of real-time storage 
and execution time: 
1. Similar logic is grouped together and represented by heavy lines 
on the implementation drawings. Linear arrays are used as data structures 
in coding the multiple elements represented by heavy lines. For example, 
referring to the implementation drawing of BFPT lA (lB) Main Oil Pumps A 
and B of sheet 20, both pumps have similar logic and/or are presented by 
all heavy lines. Digital inputs (DI 1 s) from manual switches are also 
grouped as arrays. Grouping this way reduces a large amount of code, 
which is not only invaluable to real time operations, but also consider-
ably reduces debugging time. This is due to the fact that when all the 
logic for one element of the group (such as say BFPT lA MOP A in the 
above example) is tested, then the reset of the basic logic can be assum-
ed to be working correctly. 
2. Normal after close (NAC) breaker logic is implemented with a R/S 
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flip-flop; where the memory output is true implies NAC breaker status, 
otherwise NAT (Normal After Trip). 
3. The breaker logic itself is implemented with a R/S flip-flop 
with memory output as YBSOSO(I), which becomes true when the breaker is 
closed and false when the breaker is tripped. 
4. An OR gate which has a heavy 1 ine as input, and a thin line as 
output, such as shown below: 
Z4039CT2 (I) PZ4239 
l=l,2,3,4 
has the output defined as the logical OR operation of all its inputs. 
A logical AND gate is similarly defined. 
5. Time delays such as TDE and TDDE may also be grouped and indexed 
together as shown in lube oil pumps drawing and drawn below. 
8 Z4001 R4( I) 
TDE 
2 sec 
Library subroutines EFTMDO/EFTMPU are used to implement the time delay. 
6. Certain distributed interfaces which are needed to be grouped 
to process similar logic sections (grouped as arrays) are shown as the 
following blocks on the implementation drawings. 
ZPMCOUA 
ZPMCOUD Z4017Ll(A) 
ZDMCOUE 
ZPMCCVA 
where the block output Z4017Ll is an array with its individual elements 
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elements initialized to variables on the input side of the block~ 
7. Where interface variables appear as consecutive memory locations 
in global memory, FORTRAN equivalences are used in the coding. 
8. Interfaces to/from various systems and/or other source drawing 
are defined with a brief description and destination/source specified to 
make sure the interfaces are correctly matched. 
9. Plant equipment is an interface input set from the instructor's 
console. 
10. The rising edge memory of the break~r is represented by symbol: 
Input 
Memory 
Output 
and gives a true output only when input goes from false to true (rising 
edge of input pulse). The rising edge prevents the automatic closing of 
the breaker, which could otherwise happen immediately after an emergency 
trip is removed and hence requires the operator action to manually trip 
the breaker before being closed. 
In the discussion above (steps 1 through 10) of the implementation 
specifications, it was not clear how the FORTRAN variables were named on 
the implementation specifications. It is after the completion of each 
implementation drawing that variables, such as described in items 1-10 
above, are named and printed on the drawings. Most of these variables, 
namely the flip-flop memory, interface variabl~s to other modules, timer 
outputs, etc. are then initialized into the global memory by the database 
manager (see Appendix). For a typical power-plant simulator nearly 
20,000 variables (from all simulation models combined) are entered in 
global memory. 
Data Structures and Programming Techniques 
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The only data structures required to implement the plant logic PANEL4 
are simple 1 inear arrays. When similar logic is grouped, al 1 variables 
appearing alongside heavy lines are FORTRAN LOGICAL*l linear arrays, de-
clared as a dimensioned variable. The individual elements of the array 
correspond to the individual elements of the grouped logic which in the 
case of ID fans represent the logic for ID Fan lA, 18, lC, and 10, respectively. 
ID fan logic is implemented within a FORTRAN DO-LOOP with an index I, 
and logical equations coded within the body of the loop. 
Motor breaker logic represented by R/S flip-flop has the logical 
equation: 
(a) YBBA009(1) = (Z4017L6(1) .OR. YBBA009(1)) 
. AND. . NOT. Z40 l 7L5 (I) 
within the DO-LOOP. All coding must be in top-down sequence, in order to 
avoid initialization problems. (Similarly, coding each of the drawings 
in order of sequence numbers makes PANEL4 code top-down.) 
The NAC memory of the breaker logic is coded as: 
(b) Z4017S(I) = (P4017TC(I) .OR. Z4017SCI)) 
.AND .. NOT. P4017TT( I) 
Note that the code for (b) should precede (a) within the DO-LOOP body for 
consistency, and also since (b) is used along with (a) to generate 
P4017MA(I), the yellow indication light, 
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P4017MA(I) =.NOT. YBBA990(1) .AND. 
Z40 l 7S (I) 
The equation of P4017MA may be at the bottom of the loop. 
For items 4, 5, and 10 discussed above, the FORTRAN implementation is: 
Item 4: PZ4239 = Z4039CT2(1) .OR. 
Z4039CT2 (2) . OR. 
Z4039CT2(3) .OR. 
Z4039CT2 ( 4) 
Item 5: CALL EFTMPU (Z4001R4(1), Z4001L4(1) ,I) 
Item 10: OUTPUT= INPUT .AND .. NOT. MEMORY 
MEMORY= INPUT 
In item 10, initially, MEMORY is false. OUTPUT is true only when INPUT 
goes from true to false, since MEMORY was previously set to INPUT. The 
duration of OUTPUT pulse is equal to the inverse of the frequency of 
execution of PANEL4 program. (Since PANEL4 is executed at lCPS the dura-
tion of OUTPUT pulse is 1 second in real time.) 
Application of Boolean Algebra 
In preparing the implementation drawings from FCD's (functional con-
trol drawings), application of De Morgan's Law is extensive, whenever 
appropriate, and by minimizing the logic the code is effectively minimiz-
ed. In several instances logic could be simplified to reduce or el imin-
ate several redundant AND/OR gates by applying basic rules of Boolean 
algebra. This is required in real-time programming to efficiently reduce 
the code and obtain fastest execution time. 
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Specific examples are not possible due to the size considerations of 
this report, but it is sufficient to mention that significant elimination 
of redundant logical operations is achieved by extensive application of 
Boolean algebra. 
The FORTRAN code is generated from the implementation drawings and 
is tested with the rest of the simulator by successful compilation and 
cataloging of PANEL4 subroutine; its functional response and the behavior 
expected is the topic of discussion in the remainder of this chapter. 
Protection and interlocks for the logical operation of plant equipment 
logic are described in the following functional description. Simulator 
logic (in the form of PANEL4} is required to work exactly as per the func-
tional descriptions of the actual plant, and is verified in vigorous de-
tail against the sample functional descriptions given in the following 
pages. 
Functional Description 
A functional description as related to the operation of plant equip-
ment along with interlocks and protection signals is detailed here. 
The conditions required for the closing of a breaker or protection 
to cause the equipment to trip and generate appropriate annunciation is 
presented in the following paragraphs. 
1. Startup Standby BFP (Sht. 5): 
a. The SU/STDBY BFP can be started manually when no trip condi-
tions appear and by operating the switch to the close posi-
tion. 
b. Either loss of power on 6.9 KV lA load strip relay or low 
deaerator storage level will cause the pump to trip. 
c. The red lamp indicates the breaker is closed. The green 
lamp indicates the breaker is tripped (either manually or 
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by any protection signal). The yellow lamp implies the 
existence of a trip condition, since the switch is in normal 
after close (NAC). 
d. SU/SB BFP tripped annunciation is given on abnormal trip. 
2. Gas Recirculation Fans (GRF) (Sht. 7): 
a. To start a GR fan, its inlet and outlet dampers must be fully 
closed and neither trip conditions existing. Closing the 
switch causes the breaker to close and the motor to start. 
This is indicated by the red lamp. 
b. The GR fan can be stopped manually from the switch indicated 
by the green lamp coming on. 
c. When a GR fan is running and any of the following trip con-
ditions exist: 
(l) Power failure on 6.9 KV load strip 
(2) Master fuel trip, or 
(3) Malfunction overcurrent trip, 
appropriate annunciation is given and the GR fan motor stop-
ped. Also, the yellow light will come on. 
3. Induced Draft Fans (I DF) (Sht. 9) : 
a. ID fans are prohibited from starting until the following con-
ditions are satisfied: 
(l) ID fan inlet valves and output dampers are fully closed. 
(2) ID fan inlet valves in manual control. 
(3) Forced draft fan inlet valves fully closed, and outlet 
dampers fully open and FDF running. 
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(4) Lube oil pressure is normal and lube oil pump is run-
i ng and no trip conditions exist. 
b. Automatic trip occurs under the following conditions: 
(l) Loss of power on load strip. 
(2) ID fan outlet damper is not fully closed and forced 
draft fan is tripped with switch in normal after close. 
(3) Lube oil press is not adequate. 
(4) A malfunction exists. 
4. Forced Draft Fan (FDF) (Sht. 13): 
a. Forced draft fans are prohibited from starting until the 
following permissives are satisfied: 
(l) Lube oil pressure is normal and lube oil pump is run-
ning. 
(2) FD fan inlet and outlet dampers are fully closed. 
(3) Any ID fan is running. 
(4) FD fan station is in manual and no trip conditions 
exist. 
b. FD fans will be automatically tripped when any of the follow-
ing conditions exist: 
(l) Lube oil pressure is not adequate. 
(2) No fuel in boiler and external pressure excursion. 
(3) Power failure on 6.9 KV bus load strip. 
(4) Presence of a malfunction. 
(5) All ID fans are tripped. Green and yellow lamps will 
light up and FD fan breaker tripped annunciation will 
be given on any of the above trip conditions. 
5. Boiler Feed Pump Turbine Main Oil Pump (BFPT MOP): 
a. The main oil pump can be started and stopped manually by 
operating the switch on the panel to run, or the pull to 
lock off position, respectively. 
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b. BFPT MOP starts automatically when the switch is in auto 
position and the hydraulic oil pressin the BFP turbine goes 
lower than the specified level. 
c. The pump is tripped when there is loss of power on 480V load 
strip or when there is a malfunction. 
6. Boiler Circulating Pumps (BCP): 
a. The BCP is started manually from the switch when there is no 
trip conditions at the time of starting. 
b. The follow.ing protective signals will cause the BCP to trip: 
(1) High motor cavity temperature; 
(2) Loss of power on 4. 18 KF load strip; or 
(3) A malfunction. 
c. Boiler circulating pumps can be stopped manually by operat-
ing the panel switch to trip. 
d. Annunciation will be given when circulating cooling water 
flow is low and when motor cavity temperature is high. 
CHAPTER VI 
SUMMARY, CONCLUSIONS, AND FUTURE WORK 
This paper describes the design and implementation of a power plant 
logic model, called PANEL4, for power plant simulators, beginning with 
functional control drawings (FCD's), continuing with the implementation 
drawings, which then are coded in FORTRAN directly for real-time execu-
tion using tools such as Database Manager. 
Apart from what is presented in this paper, the following tests 
were performed, and are summarized here. 
The next step involved is an off-line test of the implemented code 
on a "test-station" to guarantee the exact reproduction, without loss of 
information, from the source it was coded, i.e., implementation drawings. 
This kind of test assures no later surprises, during merging with other 
models, such that no code was overlooked or miscoded. At a later stage, 
when other models of the simulator were also ready, models were merged 
together. At this point the actual functional and operational testing 
of plant logic was done. Interfaces between corresponding models must 
be accurate, missing interfaces, if any, are correctly hooked-up,etc. 
The merging process was achieved without many surprises, since off-line 
testing was done quite thoroughly. The acceptance test procedure (ATP) 
by the customer was also completed successfully, and the simulator is now 
installed on location. 
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The basic design and implementation philosophy is the same for fu-
ture simulator logics. However, since the functional logic varies quite 
widely from plant to plant, and FCD's are specific to a given plant, 
no generalization can be made as to the usage of one plant logic model 
on other. Based on the experience, some conclusions can be drawn as to 
further improvements. 
1. Panel logic models may be run on an event-oriented basis instead 
of cyclically. This is due to the fact that plant logic has inputs and 
hen~e outputs based on events such as o~erator inputs from the control 
panel; comparator outputs based on change of status such as temp low/ 
high. Such events are rare and may trigger the model only when necessary. 
This wil 1 considerably reduce the execution time of plant logic models 
in real-time. 
2. Large plant logic models may be broken down to sub-modules, since 
a typical plant logic model requires as many as 2500 lines of code. Com-
pilation and cataloging of these large models during development period 
takes an excessively large amount of time--just to correct a simple line 
of code. It may be a good idea to have a sub-module for each implemen-
tation drawing--but this is another extreme--since cal ling too many sub-
programs in real-time simulation operation where time is the most 
critical factor, may slow down the simulator a bit. An intermediate 
approach,such that few sub-modules are used instead, may be the one best 
to choose. 
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APPENDIX A 
GLOSSARY OF DEFINITIONS 
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Annunciator. Annunciator window on a given panel operates (or alternate-
ly flashes) when initiated by logic--and indicates an abnormal con-
dition. 
Automatic Signal. A signal which is used to automatically close or open 
a valve; automatically close or open the circuit breaker (defined 
below). 
Breaker Status. The status of a circuit breaker is a logical signal 
specifying whether open or close at a given time. Breaker closed, 
breaker open are the only two valid breaker status values. 
Circuit Breaker. Switching device designed to open a current-carrying 
circuit under abnormal current conditions without injury to itself. 
It must also be capable of interrupting short circuit currents. 
Database Manager. A centralized off-line (not real-time) processor which 
enters variables in global memory, into specific partitions (real, 
logical, constant variable subpartition) defined by entry command 
of database control cards. The database manager together with JCL 
is used to retrieve database variables from a database during com-
pilation of the model. 
Frequency of Execution. All models in a power plant simulator are ex-
ecuted in real-time at one of the frequencies: (1) once every cycle 
(1 cps since cycle is 1 second in real-time), (2) twice every cycle (or 
2 cps), or (3) four times a cycle (or 4 cps). Models are spaced in 
time at 4 cps, 2 cps, or 1 cps depending on their criticality to 
the overall system execution. The spacing and execution (and timing) 
of models is done by a special processor called Model Executive (or 
MODELX) which runs continuously until the simulator is aborted or 
suspended. 
Global Memory. Is the shared memory used to communicate between differ-
ent simulation models. Variables in shared memory, also known as 
database variables are entered by database manager. Database vari-
ables (logicals, real, integer, etc.) have to be entered by database 
manager, in global memory, only once, and any number of models may 
use the same variable for inter-communication. 
Variables in data base used by different models is identified 
during compilation using special control cards and data-base mana-
ger retrieval routines to retrieve the appropriate names defined in 
the data base. 
1/0 Page. An 1/0 page such as_ for DI 's (Digital Inputs) and D0 1 s (Digit-
al Outputs) are arranged as 16 1 bits of data, equivalent to a soft-
ware representation of integer half-words, transferred between hard-
ware (i.e., panels) and software (i.e., simulator models). The use 
of 16 1 bits instead of any other number, is a hardware dependent 
and beyond the scope of this discussion. 
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1/0 Page, similar to DI 1 s and D0 1 s, also apply to ADC (analog 
Inputs) and DAC 1 s (Analog Outputs) except that they are 16 full-
words (equivalent to real variables of software) to a Page. Each 
word is 32 bits long and hold a floating point value. This choice 
is also hardware dependent and generally accepted for transfer of 
floating point data. 
In software simulation DI 1 s from the 1/0 Page, are first con-
verted to (local) logical bytes (using UNPACK routine defined below) 
before using them in logic, since byte operations are considerably 
faster than bit operations and execution time is a critical factor 
in real-time simulation. 
Similarly after logic bytes are evaluated, which set the indi-
cating lamps on the panel, must first go through a similar pack rou-
tine (CALL PACK defined below) which packs 16 logical bytes into an 
1/0 Page, representing the DO's. 
Light. Red light indicates operating, flowing or increasing conditions 
depending on context used. 
Green 1 ight indicates not operating, not flowing, or decreasing 
conditions. 
Amber (or yellow) 1 ight indicates automatic, standby, or inter-
mediate conditions. 
White or neon light indicates manual or protective trip condi-
tions. 
Permissive Signal. A signal without which a device may not be operated. 
Several permissive signals may be needed to activate a device. Ex-
ample: a certain fan (primary air) may not be permited to start 
unless other fans (forced draft, induced draft) are not already 
started. 
Power Plant Logic (or Simply Plant-Logic). Consists of plant functional 
drawings, which specify the conditions under which devices such as 
valves (see definition), circuit breakers (see definition) etc., may 
be permitted to operate, or prohibited from operating, depending on 
various conditions existing during plant operation. 
Pla~t logic.provides commands to operate devices; or dinicate 
via lamps on the.control panel, the status of devices under opera-
tions. If any abnormal conditions occur during plant operation, an 
annunciation command is given (in the form of sound and light flash-
ing on the appropriate annunciator bank specifying the abnormal 
occurrence of the condition) to attract the operator 1 s attention. 
Protective Signal. A signal which will prevent the operation of a device 
to which the signal is applied. The device cannot be operated as 
long as the protective signal exists and hence protects the device. 
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Valve. A valve is a device which permits the flow of steam, hot/cold 
water, lubricating oil etc., when fully or partly open, and pro-
hibiting the flow when fully closed. A valve may be of three kinds: 
Motor Operated Valves (MOV), Pneumatically Operated Valves, and 
Solenoid Operated Valves (SOV). 
Valve Status. The status of a valve is also a logical signal specifying 
whether a valve is fully open (FO), fully closed (FC), not fully 
open (NFO), or not fully closed (NFC). Valve position (0.0 for 
fully closed, 1.0 for fully open) is used to determine the different 
status of valves: FO, FCF NFC, NFO. 
Library Subroutines. Library routines used most commonly in plant logic 
models are PACK, UNPACK, EFTMPU, & EFTMDO. Their calling sequence 
and argument list is described below for completion and will not be 
discussed any further. These are the standard 1 ibrary routines 
developed for the simulator. 
PACK: Packs 16 logical bytes into a integer half word DO page. 
CALL PACK (DO, BYTE, NUMBYTE) 
DO Starting half word location for packing 
BYTE Starting address of bytes to be packed 
NUMBYTE Number of bytes to be packed 
UNPACK: Unpacks from half word page DI 1 s to logical bytes. 
CALL UNPACK (DI, BYTE, NUMWORDS) 
DI Starting half word location of DI pages where switch in-
puts are stored as bits. 
BYTE Starting address of unpacked bytes. 
NUMBYTE Number of half words (DI pages) to be unpacked. 
Time Delay.Pickup Timer (TOE of 2.4. 1) 
CALL EFTMPU (LOUT, LIN, INDEX) 
LOUT Logical byte output of the timer, delayed by t seconds. 
LIN Logical byte input of the timer. 
INDEX Index to an array containing delay time in seconds. 
Time Delay De-Energized Timer (TDDE of 2.4.2) 
CALL EFTMDO (LOUT, LIN, INDEX) 
LOUT, LIN, INDEX as defined above 
APPENDIX B 
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